Recently, the use of hybrid systems using multiple heat sources in buildings to ensure a stable energy supply and improve the system performance has gained attention. Among them, a heat pump system using both solar and ground heat was developed and various system configurations have been introduced. However, establishing a suitable design method for the solar-assisted ground heat pump (SAGHP) system including a thermal storage tank is complicated and there are few quantitative studies on the detailed system configurations. Therefore, this study developed three SAGHP system design methods considering the design factors focused on the thermal storage tank. Using dynamic energy simulation code (TRNSYS 17), individual performance analysis models were developed and long-term quantitative analysis was carried out to suggest optimum design and operation methods. As a result, it was found that SYSTEM 2 which is a hybrid system with heat storage tank for only a solar system showed the highest average heat source temperature of 14.81˝C, which is about 11˝C higher than minimum temperature in SYSTEM 3. Furthermore, the best coefficient of performance (COP) values of heat pump and system were 5.23 and 4.32 in SYSYEM 2, using high and stable solar heat from a thermal storage tank. Moreover, this paper considered five different geographical and climatic locations and the SAGHP system worked efficiently in having high solar radiation and cool climate zones and the system COP was 4.51 in the case of Winnipeg (Canada) where the highest heating demand is required.
Introduction
In recent years, the use of renewable energy systems in buildings to reduce energy consumption and restrict fossil fuel use has gained attention. However, there are concerns about the reliability of the system performance because a single energy source such as solar energy works intermittently. The renewable energy system functions as an independent system in the building and for the energy production it is important to supply stable energy to the building load.
From this viewpoint, a new renewable multi-source system has been developed in order to solve several problems caused by the use of a single energy source. A solar-assisted ground heat pump system (SAGHP) has been suggested recently to be a solution to using solar systems and ground heat pump systems individually. In terms of the solar system, a SAGHP system can resolve several problems such as irregular solar energy production or mismatch between the sunshine duration and operation time. Moreover, it can prevent the ground temperature drop which happens when a ground heat pump system is used continuously and excessively [1] . By utilizing multiple heat sources simultaneously at peak load, the ground temperature can remain stable. Furthermore, it is possible to save on investment costs and space since hybrid system can reduce the capacity needed by each energy source system. Several studies have been conducted recently to use this hybrid energy system more efficiently. According to the International Energy Agency (IEA) Task 44 and Annex 38, more than 100 heat pump systems using both solar and ground heat source were examined and they have been classified into four categories, which are parallel concept, serial concept, regenerative concept and complex concept [2] . Some of them have been demonstrated by applications [3] and there are lots of studies on performance assessment utilizing hybrid systems [3] [4] [5] [6] [7] [8] [9] [10] [11] [12] [13] . In order to prove the feasibility compared with the conventional ground source heat pump system, Girard et al. [4] showed higher performance and greater operation cost savings from the SAGHP system in 19 different locations. In addition, Bakirci et al. [5] conducted a performance test using a ground heat pump system with solar energy and figured out that the hybrid system could be applied for heating by obtaining sufficient coefficients of performance (COPs) ranging from 3.0 to 3.4 and from 2.7 to 3.0.
Considering the operation modes, Dai et al. [6] performed an experimental study on six-operation modes of a SAGHP system. Through experiments, they found that the thermal storage tank could be used to operate the hybrid system stably and the system which is connected with a ground heat exchanger (GHE) in series showed the highest performance. Likewise, Si et al. [7] compared two solar-ground source heat pump system operation strategies and optimized the system components by increasing the system performance from the normal design. In addition, Emmi et al.
[8] implemented a study on the control strategies of the SAGHP system in order to find the highest energy efficiency. On the other hand, Reda et al. [9] assessed solar systems with ground source heat pump systems in different Italian locations. Following their study, the usage of solar energy saved energy consumption, especially in Southern cities with a significant solar irradiance. Unlike the studies performed extensively on the operation modes and different locations, the analysis of comparative superiority among the system designs was not sufficient according to design variables. For applications, one needs to design an optimum system configuration considering the operation schedule and location based on a quantitative analysis. In this study, in order to develop the optimum design and operation strategy for the SAGHP system, performance prediction was conducted using dynamic energy simulation code (TRNSYS 17) . Three types of simulation models were developed for different configurations and control strategies. Performance analysis and the economic feasibility studies were carried out to determine the comparative superiority under various conditions such as locations and operation schedules. Figure 1 represents a basic schematic diagram of the SAGHP system which is composed of a solar heat collector, a GHE, a heat pump and circulation pumps based on the previous study [14] . All the systems are connected by water-loop piping and use three way valves and ON/OFF switches for control.
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Considering the operation modes, Dai et al. [6] performed an experimental study on six-operation modes of a SAGHP system. Through experiments, they found that the thermal storage tank could be used to operate the hybrid system stably and the system which is connected with a ground heat exchanger (GHE) in series showed the highest performance. Likewise, Si et al. [7] compared two solar-ground source heat pump system operation strategies and optimized the system components by increasing the system performance from the normal design. In addition, Emmi et al. [8] implemented a study on the control strategies of the SAGHP system in order to find the highest energy efficiency. On the other hand, Reda et al. [9] assessed solar systems with ground source heat pump systems in different Italian locations. Following their study, the usage of solar energy saved energy consumption, especially in Southern cities with a significant solar irradiance. Unlike the studies performed extensively on the operation modes and different locations, the analysis of comparative superiority among the system designs was not sufficient according to design variables. For applications, one needs to design an optimum system configuration considering the operation schedule and location based on a quantitative analysis. In this study, in order to develop the optimum design and operation strategy for the SAGHP system, performance prediction was conducted using dynamic energy simulation code (TRNSYS 17). Three types of simulation models were developed for different configurations and control strategies. Performance analysis and the economic feasibility studies were carried out to determine the comparative superiority under various conditions such as locations and operation schedules. Figure 1 represents a basic schematic diagram of the SAGHP system which is composed of a solar heat collector, a GHE, a heat pump and circulation pumps based on the previous study [14] . All the systems are connected by water-loop piping and use three way valves and ON/OFF switches for control. [14] . 
Overview of System Configuration and Operation Strategy
System Summary
Description of the System Configuration and Operation Strategy
In this study, three SAGHP system concepts are discussed. SYSTEM 1 is a basic model in parallel without a water tank but SYSTEM 2 and SYSTEM 3 additionally utilized a thermal storage tank (300 L) in order to supply energy efficiently, especially to solve difference between solar collection and heating operation. Detailed storage tank design methods have been described in a previous study [14] . Moreover, the operation strategy was developed respectively based on each system configuration to use a more effective heat source. Figure 2 describes each system diagram and the detailed design and operation method are explained as follows.
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In this study, three SAGHP system concepts are discussed. SYSTEM 1 is a basic model in parallel without a water tank but SYSTEM 2 and SYSTEM 3 additionally utilized a thermal storage tank (300 L) in order to supply energy efficiently, especially to solve difference between solar collection and heating operation. Detailed storage tank design methods have been described in a previous study [14] . Moreover, the operation strategy was developed respectively based on each system configuration to use a more effective heat source. Figure 2 describes each system diagram and the detailed design and operation method are explained as follows. [15] . (A) SYSTEM 1 [14] ; (B) SYSTEM 2; (C) SYSTEM 3. Figure 2 . Conceptual diagram of systems [15] . (A) SYSTEM 1 [14] ; (B) SYSTEM 2; (C) SYSTEM 3. In SYSTEM 1, the solar heat collector and GHE are connected with the heat pump in parallel. In heating mode, the heat pump system operates depending on the room temperature (T). If T > 26˝C, the heat pump system stops temporarily. Then, the heat pump starts again when T < 22˝C. After a preset time, the heat pump shuts down completely. By this control strategy, the heat pump uses the higher heat source between solar and ground heat. If Ts > Tg, solar the heat source mode keeps V1 and V2 using solar energy and turns P1 and P2 on, so that the heat pump uses the solar heat source. When Ts < Tg, the ground heat source mode changes V1 and V2 to utilize the ground heat.
2.2.2. SYSTEM 2 SYSTEM 2, which is known as a regenerative concept, has an additional thermal storage tank located on the solar heat source side for solar heat collection. When the outlet temperature of the solar panel is over 15˝C, the solar energy is stored in the storage tank by operating P1. Unlike SYSTEM 1, the higher heat source is chosen between the ground heat and stored solar heat in the storage tank. Therefore, the solar heat source mode is operational when the average temperature of the storage tank (Tst) is higher than the ground heat source. The rest of the operation strategy is as same as SYSTEM 1.
SYSTEM 3
In SYSTEM 3, an additional thermal storage tank is placed on the load side which combines the solar collector and ground source heat pump system in parallel. The system works depending on the average temperature of the storage tank, which is set to be 60˝C. If Tst < 60˝C, the ground source heat pump system operates and the solar collector stores the solar heat energy when Ts > 60˝C. In heating mode, the building load is controlled by emitting the heat energy from thermal storage tank.
Simulation Introduction
Description of Simulation Model and Estimation Method
In this study, three SAGHP system performance prediction models were created and analyzed using TRNSYS 17, which is a dynamic energy simulation program with a modular structure. Every component in the system fulfills a specific function under the description language and mathematical models which are given for the components with the ordinary differential or algebraic equations [16] . With regard to building modelling, TRNBuild was used considering the structural condition of building which has been simplified into one zone [17] .
In the SAGHP system, a flat plate serpentine tube solar collector model was adopted for the solar collection and a vertical U-tube GHE model was used for the ground heat extraction. The solar collector model is possible to analyze using the theoretical efficiency method which is explained in [18] . From this model, the useful solar heat (Q s ) is calculated as follows:
The heat supply from the thermal storage tank (Q st ) can be determined by:
On the other hand, the GHE model was assumed to be placed within a storage volume of ground, so that the conductive heat transfer generates through the pipes to the storage volume [19] . Therefore, the outlet fluid temperature of the borehole, T g,out is determined from the following equation:
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The extracted heat from the GHE (Q g ) can be expressed as:
Moreover, a water-to-water heat pump model was utilized for the heat pump unit of which performance data file was modified according to the capacity. Figure 3 indicates the performance curve of heat pump based on the data file. It shows the correlation of heat pump COP with entering heat source temperature in different outlet load temperature. Moreover, a water-to-water heat pump model was utilized for the heat pump unit of which performance data file was modified according to the capacity. Figure 3 indicates the performance curve of heat pump based on the data file. It shows the correlation of heat pump COP with entering heat source temperature in different outlet load temperature. With the heating performance data, the heat pump COP can be calculated by the power consumption of heat pump (Whp) and the heat transferred to load (Qhp) by the following equation:
In addition, the overall system COP is calculated using the heat energy delivered to building load (Q) and total power consumed by heat pump (Whp) and circulation pump (Wpump), as shown in following equation:
To control three-performance prediction models of the SAGHP system, signals were sent to the heat pump and circulation pumps considering the set temperature and operation time. Based on the described simulation model, each system performance was estimated.
Simulation Conditions
This study assumed the simulation model as a 100 m 2 building unit located in Seoul, Korea. The heating load calculation was conducted using TRNSYS and the peak heating load was determined to be 85.13 W/m 2 [17] when the indoor design temperature was assumed as 20 °C. Therefore, the system components were designed to match the required heat energy and a heat pump model was decided to be as 3RT with reference to previous study [17] . Considering the heat pump capacity, the number and depth of the vertical GHE were determined. The total depth of the GHE in this study was 150 m, and it was proved acceptable to use the 3RT heat pump system since the heat exchange rate is about 50 W/m based on a previous study [20] . The main parameters are indicated in Table 1 , which summarizes the entire simulation model such as a building, a solar collector, GHEs, boreholes, pumps and ground condition. The properties of each system components were based on the previous studies [15, 20] and ethylene glycol mixture was used for anti-freeze solution. Furthermore, it shows three operation schedules set in this study to recognize the difference on the purpose of various buildings, which are Daytime (8AM-6PM), Nighttime (9PM-7AM) and All day. Based on these conditions, the simulation was calculated from 1st January to 28th February during the winter season. With the heating performance data, the heat pump COP can be calculated by the power consumption of heat pump (W hp ) and the heat transferred to load (Q hp ) by the following equation:
In addition, the overall system COP is calculated using the heat energy delivered to building load (Q) and total power consumed by heat pump (W hp ) and circulation pump (W pump ), as shown in following equation:
This study assumed the simulation model as a 100 m 2 building unit located in Seoul, Korea. The heating load calculation was conducted using TRNSYS and the peak heating load was determined to be 85.13 W/m 2 [17] when the indoor design temperature was assumed as 20˝C. Therefore, the system components were designed to match the required heat energy and a heat pump model was decided to be as 3RT with reference to previous study [17] . Considering the heat pump capacity, the number and depth of the vertical GHE were determined. The total depth of the GHE in this study was 150 m, and it was proved acceptable to use the 3RT heat pump system since the heat exchange rate is about 50 W/m based on a previous study [20] . The main parameters are indicated in Table 1 , which summarizes the entire simulation model such as a building, a solar collector, GHEs, boreholes, pumps and ground condition. The properties of each system components were based on the previous studies [15, 20] and ethylene glycol mixture was used for anti-freeze solution. Furthermore, Energies 2016, 9, 291 6 of 17 it shows three operation schedules set in this study to recognize the difference on the purpose of various buildings, which are Daytime (8AM-6PM), Nighttime (9PM-7AM) and All day. Based on these conditions, the simulation was calculated from 1st January to 28th February during the winter season. 
Results and Discussion
Comparison with Each System Configuration
In order to ensure the control strategy of each system, this paper shows the simulation results of short-term and long-term operation. Figure 4 shows the variations in the heat source temperature and COP when the operation schedule is Daytime on the representative day of 13th on January.
According to Figure 4 , SYSTEM 1 and 2 use the ground heat source which is higher than the solar heat when the heating operation starts. After the solar radiation rises, it was found that the solar heat source utilization was increased. Unlike SYSTEM 1, the heat source temperature is stable in SYSTEM 2 since it uses the solar energy stored in the thermal storage tank. In addition, the heat pump COP took on a similar pattern with the heat source temperature. In SYSTEM 3, the heat pump system basically uses the ground heat and the temperature of the fluid entering the storage tank rises temporarily if the solar heat is collected. However, the number of times being collected is unusual, so that it seems hard to use the solar heat effectively. Moreover, unlike SYSTEM 1 and 2, the heat pump system in SYSTEM 3 works additionally during non-heating time in order to maintain the temperature of the storage tank. because the stored heat source responded to the load with only pumping operations even though the system didn't generate any heat energy from either the solar or ground sources. Table 2 shows the main simulation results of long-term operation for 3 months, which are about energy production, average heat pump inlet temperature, power consumption and COP. Figure 5 displays the energy production rate from each heat source and COP in diagram form. According to the variation in energy production from each heat source, the result shows a similar pattern with the heat source temperature as mentioned above. As shown in SYSTEM 1, the energy production rates are different depending on the heat source. When using the stable ground heat source, the energy generates relatively steadily. However, if using solar heat, it was found that the production rate was different depending on the temperature of the heat source. On the other hand, SYSTEM 2 shows a stable result since it uses the stored solar heat. In SYSTEM 3, the energy is produced in various amount because this system is controlled by the temperature of the storage tank, and it operates even during non-heating times. In addition, the system COP could vary with the heat transfer and the result indicated that system COP is over 12 at 13:00 and 15:00. This is because the stored heat source responded to the load with only pumping operations even though the system didn't generate any heat energy from either the solar or ground sources. Table 2 shows the main simulation results of long-term operation for 3 months, which are about energy production, average heat pump inlet temperature, power consumption and COP. Figure 5 displays the energy production rate from each heat source and COP in diagram form. As seen in Figure 5 , the solar heat of SYSTEM 1 contributed 47% in the Daytime energy but 0% at Nighttime. In addition, the utilization in All day is determined to be 10% lower than that in Daytime. This is because the ground heat was utilized basically to respond to the load and maintain the indoor thermal environment, so the solar heat utilization was reduced.
On the other hand, the solar heat of SYSTEM 2 contributed 52% in Daytime energy, 5% higher than SYSTEM 1. Moreover, even at Nighttime, SYSTEM 2 could respond to the load using the solar heat stored during the day. In addition, the ratio of solar heat utilization is 29% in All day, 19% higher than in SYSTEM 1. From this view point, it could use the solar heat effectively if applying the thermal storage tank on the solar collector side. However, the contribution of solar heat in SYSTEM 3 was indicated at about 5%-8%. This means that it is difficult to collect the solar heat over 60 °C as seen in Figure 4 .
System COP is the lowest when operating All day in all system cases, since the ground temperature decreases when using the ground heat continuously. This can be explained with Figure  6 . The system COP shows the highest value in Daytime which utilizes solar heat the most and it was determined that the system COP in Daytime of SYSTEM 2 was determined to be 4.32 at most. Otherwise, SYSTEM 3 got the lowest system COP value. Furthermore, among the system cases, SYSTEM 2 got better COP values in every operation schedule and the maximum performance difference is 40% during Daytime compared with SYSTEM 3. Figure 6 represents the variations in the ground and heat pump inlet temperature and COP after long-term operation for 3 months. The results show that the ground temperature decreases the most in All day operation, so that the system COP is the lowest. Comparing among systems, SYSTEM 3 has the highest ground temperature drop by 9.16-11.14 °C, while SYSTEM 2 has the lowest by 12.57-14.47 °C .
Looking at the average temperature entering the heat pump in all systems, the temperature and COP is lower in All day operation since the operation time is more than for other schedules. Compared with other systems, the average heat source temperature of SYSTEM 2 is around 10.28-14.81 °C . This is because SYSTEM 2 uses not only the solar heat over 15 °C stored efficiently but also a relatively higher ground temperature. Accordingly, the heat pump COP shows similar patterns. SYSTEM 1 uses only ground heat at Nighttime so that the average heat source temperature is 4.7. This means that the temperature is relatively lower than in a system that uses solar heat efficiently such as SYSTEM 2. In SYSTEM 3, the average heat source temperature and COP are low because this system uses not only solar heat inefficiently, but also ground heat mainly to keep the storage tank as 60 °C . Consequently, it is determined that the control temperature needs to be changed to operate As seen in Figure 5 , the solar heat of SYSTEM 1 contributed 47% in the Daytime energy but 0% at Nighttime. In addition, the utilization in All day is determined to be 10% lower than that in Daytime. This is because the ground heat was utilized basically to respond to the load and maintain the indoor thermal environment, so the solar heat utilization was reduced.
On the other hand, the solar heat of SYSTEM 2 contributed 52% in Daytime energy, 5% higher than SYSTEM 1. Moreover, even at Nighttime, SYSTEM 2 could respond to the load using the solar heat stored during the day. In addition, the ratio of solar heat utilization is 29% in All day, 19% higher than in SYSTEM 1. From this view point, it could use the solar heat effectively if applying the thermal storage tank on the solar collector side. However, the contribution of solar heat in SYSTEM 3 was indicated at about 5%-8%. This means that it is difficult to collect the solar heat over 60˝C as seen in Figure 4 .
System COP is the lowest when operating All day in all system cases, since the ground temperature decreases when using the ground heat continuously. This can be explained with Figure 6 . The system COP shows the highest value in Daytime which utilizes solar heat the most and it was determined that the system COP in Daytime of SYSTEM 2 was determined to be 4.32 at most. Otherwise, SYSTEM 3 got the lowest system COP value. Furthermore, among the system cases, SYSTEM 2 got better COP values in every operation schedule and the maximum performance difference is 40% during Daytime compared with SYSTEM 3. Figure 6 represents the variations in the ground and heat pump inlet temperature and COP after long-term operation for 3 months. The results show that the ground temperature decreases the most in All day operation, so that the system COP is the lowest. Comparing among systems, SYSTEM 3 has the highest ground temperature drop by 9.16-11.14˝C, while SYSTEM 2 has the lowest by 12.57-14.47˝C. 
Performance Analysis with Different Control Temperatures
Through the analysis of the initial design, it was realized that the performance could vary with the control temperatures such as the solar outlet temperature and thermal storage tank outlet temperature. Therefore, this section describes the analysis on the variations in the control temperature with SYSTEMS 2 and 3. Table 3 and Figure 7 indicate the simulation results depending on the solar collection temperature in SYSTEM 2. As seen in Figure 7 , the solar heat utilization was decreased by increasing the control temperature and the system COP declined with higher usage of ground heat during the Daytime. On the other hand, the solar heat was increased as a higher solar collection temperature and the collected solar heat weren't used effectively during the Nighttime. This means that there was heat loss in the storage tank. Therefore, it was figured out that collecting higher temperature solar heat gives more effective utilization at Nighttime. Looking at the average temperature entering the heat pump in all systems, the temperature and COP is lower in All day operation since the operation time is more than for other schedules. Compared with other systems, the average heat source temperature of SYSTEM 2 is around 10.28-14.81˝C. This is because SYSTEM 2 uses not only the solar heat over 15˝C stored efficiently but also a relatively higher ground temperature. Accordingly, the heat pump COP shows similar patterns. SYSTEM 1 uses only ground heat at Nighttime so that the average heat source temperature is 4.7. This means that the temperature is relatively lower than in a system that uses solar heat efficiently such as SYSTEM 2. In SYSTEM 3, the average heat source temperature and COP are low because this system uses not only solar heat inefficiently, but also ground heat mainly to keep the storage tank as 60˝C. Consequently, it is determined that the control temperature needs to be changed to operate more efficiently with SYSTEM 3.
Through the analysis of the initial design, it was realized that the performance could vary with the control temperatures such as the solar outlet temperature and thermal storage tank outlet temperature. Therefore, this section describes the analysis on the variations in the control temperature with SYSTEMS 2 and 3. Table 3 and Figure 7 indicate the simulation results depending on the solar collection temperature in SYSTEM 2. As seen in Figure 7 , the solar heat utilization was decreased by increasing the control temperature and the system COP declined with higher usage of ground heat during the Daytime. On the other hand, the solar heat was increased as a higher solar collection temperature and the collected solar heat weren't used effectively during the Nighttime. This means that there was heat loss in the storage tank. Therefore, it was figured out that collecting higher temperature solar heat gives more effective utilization at Nighttime. Table 4 and Figure 8 show the performance results depending on the solar collection and storage tank control temperature in SYSTEM 3. The result indicated that the solar utilization was decreased with increasing the control temperature during both Day-and Nighttime. On the other hand, the ground temperature decreases continuously in order to keep the storage tank temperature stable, so it makes the COP values decrease simultaneously. Therefore, it was determined that the performance was more efficient if the control temperature is lower in SYSTEM 3.
(A) (B) Table 4 and Figure 8 show the performance results depending on the solar collection and storage tank control temperature in SYSTEM 3. The result indicated that the solar utilization was decreased with increasing the control temperature during both Day-and Nighttime. On the other hand, the ground temperature decreases continuously in order to keep the storage tank temperature stable, so it makes the COP values decrease simultaneously. Therefore, it was determined that the performance was more efficient if the control temperature is lower in SYSTEM 3.
On the other hand, the ground temperature decreases continuously in order to keep the storage tank temperature stable, so it makes the COP values decrease simultaneously. Therefore, it was determined that the performance was more efficient if the control temperature is lower in SYSTEM 3. 
Performance Analysis in Different Locations
In this section, the simulation model was used to analyze the performance in different climate zones in order to determine the most effective climate to install the SAGSHP system, which was set as SYSTEM 2 in this paper. According to the International Climatic Zones from the ASHRAE Standard [21, 22] , five locations in different climate zones were selected and hot climate zones were excluded to identify the performance in heating mode. Moreover, the analysis model was set under identical conditions for each location, which is important to compare the performance of identical systems in different climate zones. Table 5 indicates simulation results for each location, which are average outdoor temperature and daily solar radiation in winter (January and February), total 
In this section, the simulation model was used to analyze the performance in different climate zones in order to determine the most effective climate to install the SAGSHP system, which was set as SYSTEM 2 in this paper. According to the International Climatic Zones from the ASHRAE Standard [21, 22] , five locations in different climate zones were selected and hot climate zones were excluded to identify the performance in heating mode. Moreover, the analysis model was set under identical conditions for each location, which is important to compare the performance of identical systems in different climate zones. Table 5 indicates simulation results for each location, which are average outdoor temperature and daily solar radiation in winter (January and February), total heating demand and electricity consumption during the analysis period and system COP calculated from the results. As a result, the highest system COP was 4.51 in Winnipeg. Even though the outdoor temperature in Winnipeg is so low that it needs the most heating demand, the system utilized solar heat energy effectively with higher solar radiation. On the other hand, the system COP was the lowest in Valencia in spite of the highest solar radiation. This would be considered that Valencia required low heating demand but the pump was excessively worked to store high solar energy. Berlin, Stockholm and Seoul show similar outdoor temperatures and heating demand, although the system COP was higher in Seoul where the solar radiation is higher. In addition, it was found that the system COP was related with the heating demand. Therefore, it was determined that the SAGSHP system operates efficiently in high solar radiation and cool climate zones which require more heating demand.
Feasibility Assessment with Different Systems
In this section, Return on Investment (ROI) analysis was conducted by calculating investment costs and annual operation costs for economic feasibility of the suggested systems compared with the conventional system. For each system it was assumed that Case 1 uses diesel boiler in winter and an electronic heat pump (EHP) in summer, Case 2 uses only GSHP and Cases 3, 4 utilize SAGHP (SYSTEM 1) and SAGHP (SYSTEM 2) suggested in this study. The analysis was conducted for five locations and different operation schedules, and the operation period was from November to February in winter and from June to August in summer under identical conditions. The energy consumption depends on the performance of the system. Therefore, the EHP performance curve was referred to the outdoor temperature [23] . In Cases 2-4, the energy consumptions were calculated by the performance curves described in this paper. Then, the electricity costs were determined using the standard unit price of the Korean Electric Power Corporation (KEPCO) [24] and Diesel fuel costs were calculated by applying the unit price from the Korean National Oil Corporation (KNOC) in October, 2015 [25] .
In addition, the initial investment costs were calculated after organizing the consistent heating and cooling equipment, which are energy systems, pumps, pipes and drilling cost for the geothermal system. Each cost was referred to the estimated cost from the professional geothermal corporation and the industrial price registered in Korean Ministry of Finance and Economy [26] . Maintenance costs of each system were estimated using the repair and replacement cycle examined in [27] . As a major system, it was assumed that the boiler and EHP are changed after 15 years and geothermal system and solar system is replaced in 20 years. Table 6 shows the estimated results including the investment costs, annual operation costs and 30 years maintenance costs of each system in the representative case of operating All day in Seoul. Figure 9 shows the total LCC result. The LCC analysis applied the present value method from the calculated cost in each system. Then, the real discount rate is´0.22% which reflects the recent economic situation in Korea for a detailed prediction [28] . The following Equations (7)- (9) are utilized in the present value method and the non-repetitive cost calculated with Equation (7) and the repetitive cost estimated with Equation (8) are added to determine the total present value [29] :
Energies 2016, 9, 291 12 of 16 Figure 9 shows the total LCC result. The LCC analysis applied the present value method from the calculated cost in each system. Then, the real discount rate is −0.22% which reflects the recent economic situation in Korea for a detailed prediction [28] . The following Equations (7)- (9) are utilized in the present value method and the non-repetitive cost calculated with Equation (7) and the repetitive cost estimated with Equation (8) are added to determine the total present value [29] : As seen in the figure, SYSTEM 1 and SYSTEM 2 have higher investment costs than the conventional boiler and EHP. However, the total LCC of the developed systems could be less than that of the conventional system, by reducing annual operation costs. In this regard, the investment costs by installing the developed systems instead of the conventional system can be paid back and then, the payback period can be calculated. The payback period is 12 years in a GSHP system, 15 years in SYSTEM 1 and 18 years in SYSTEM 2. In addition, the value of the SAGHP system becomes higher than the conventional system by the replacement of the system though, it recovers again. Figure 10 indicates the operation costs in each location which require different demands. Following the Daytime result, it was confirmed that SAGHP system has less operation costs than As seen in the figure, SYSTEM 1 and SYSTEM 2 have higher investment costs than the conventional boiler and EHP. However, the total LCC of the developed systems could be less than that of the conventional system, by reducing annual operation costs. In this regard, the investment costs by installing the developed systems instead of the conventional system can be paid back and then, the payback period can be calculated. The payback period is 12 years in a GSHP system, 15 years in SYSTEM 1 and 18 years in SYSTEM 2. In addition, the value of the SAGHP system becomes higher than the conventional system by the replacement of the system though, it recovers again. Figure 10 indicates the operation costs in each location which require different demands. Following the Daytime result, it was confirmed that SAGHP system has less operation costs than the geothermal system. Regarding the difference of the costs, the biggest difference was found in Winnipeg, which has the highest heating demand and higher solar radiation to work the SAGHP system efficiently. In addition, SYSTEM 2 has less costs rather than SYSTEM 1 in Seoul, Stockholm and Berlin, since it efficiently utilized the stored solar energy. However, in Valencia it was found that SYSTEM 2 required a higher cost than SYSTEM 1 due to the exclusive operation of solar storage due to the relatively large amount of solar radiation. In Nighttime, the cost of SYSTEM 1 was similar to the geothermal system because it can't use solar energy, so SYSTEM 2 shows the lowest operation costs. As seen in the figure, SYSTEM 1 and SYSTEM 2 have higher investment costs than the conventional boiler and EHP. However, the total LCC of the developed systems could be less than that of the conventional system, by reducing annual operation costs. In this regard, the investment costs by installing the developed systems instead of the conventional system can be paid back and then, the payback period can be calculated. The payback period is 12 years in a GSHP system, 15 years in SYSTEM 1 and 18 years in SYSTEM 2. In addition, the value of the SAGHP system becomes higher than the conventional system by the replacement of the system though, it recovers again. Figure 10 indicates the operation costs in each location which require different demands. Following the Daytime result, it was confirmed that SAGHP system has less operation costs than the geothermal system. Regarding the difference of the costs, the biggest difference was found in Winnipeg, which has the highest heating demand and higher solar radiation to work the SAGHP system efficiently. In addition, SYSTEM 2 has less costs rather than SYSTEM 1 in Seoul, Stockholm and Berlin, since it efficiently utilized the stored solar energy. However, in Valencia it was found that SYSTEM 2 required a higher cost than SYSTEM 1 due to the exclusive operation of solar storage due to the relatively large amount of solar radiation. In Nighttime, the cost of SYSTEM 1 was similar to the geothermal system because it can't use solar energy, so SYSTEM 2 shows the lowest operation costs. Table 7 shows the economic analysis result of each system at different locations including operation cost, payback period and cost per demand. In this table, the Daytime result is representatively indicated and the figures show a similar pattern as the other operation schedules. According to the operation cost per demand, the value of the SAGHP system was reduced about 80% in Valencia, 74% in Seoul, 82% in Berlin, 82% in Stockholm and 84% in Winnipeg. Comparing the results in each location, it was figured out that the payback period was the shortest in Winnipeg where the required demand is the highest.
Conclusions
In this study, in order to design an optimum SAGHP system, three types of performance prediction model were developed considering the design factors focused on the thermal storage tank. Individual performance analysis models were quantitatively analyzed long-term by using dynamic energy simulations. The conclusions of this study are as follows:
‚
It was confirmed that the heat source temperature from the thermal storage tank is more stable without any operation schedule constraints. Therefore, the heat source temperature was 14.81˝C in SYSTEM 2 which has a thermal storage tank and it makes the heat pump have the highest heat pump and system COP values of 5.23 and 4.32.
According to the utilization rate of the heat sources, the higher utilization of solar energy could reduce the rate of energy extraction from the ground, as we see in SYSTEM 2 which has a heat storage tank for only the solar system, and the soil temperature could decrease slowly up to 2.43˝C in long term operation which means the system uses the solar heat source efficiently. In this regard, the system performance using the ground heat source can be higher with a relatively stable ground temperature.
Depending on the control temperature, the system performance could differ in SYSTEM 2 and SYSTEM 3. In SYSTEM 2, the temperature has a relatively small influence on the system COP. However, especially in SYSTEM 3 which placed a storage tank on the load side in parallel, the system COP was improved by a maximum 25% from 2.89 to 4.15, so one needs to set the proper control strategy for the introduction area.
Considering the different geographical and climatic conditions, it was determined that the SAGHP system operates efficiently in high solar radiation and cool climate zones which produce more heating demand. In this paper, the case of Winnipeg required the largest heating demand and showed the highest system COP as 4.51. ‚ Furthermore, it was figured out that the developed systems could reduce annual operation costs significantly compared with the conventional boiler and EHP system but by a little amount compared to a GSHP system. In addition, the investment costs of the developed systems were estimated to be excessivy due to the fixed capacity of the system for comparison of each system.
In the future, various optimum design methods considering the system capacities and investment costs will be examined by utilizing simulations coupled with the developed model.
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